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1. DEMO CHILLED WATER SUPPLY AND RETURN PIPING, MEDIUM PRESSURE
STEAM AND ASSOCIATED CONDENSATE PIPING UP TO ISOLATION VALVE
NEAREST TO RISER MAIN.

2. DEMO AH-16 AND ASSOCIATED O.A. INTAKE DUCKWORK. DEMO
SUPPLY DUCTWORK UP TO POINT SHOWN ON DRAWING.

3. CONTRACTOR SHALL VERIFY ALL CONDITIONS IN THE FIELD PRIOR
TO SUBMISSION OF PRICES AND START OF DEMOLITION. ALL
DISCREPANCIES AS PER THESE DRAWINGS WITH ACTUAL FIELD CONDITIONS
— - _mw THAT SHALL INTERFERE WITH THE COMPLETION OF WORK AS INDICATED
ON THESE DRAWINGS SHALL BE IMMEDIATELY REPORTED TO THE
CONSTRUCTION MANAGER, PROJECT MANAGER, AND ENGINEER.

4. CONTRACTOR SHALL FIRE STOP ALL EXISTING PENETRATIONS OF THE
FIRE RATED WALLS WITH EXISTING TO REMAIN DUCTWORK AND PIPING.
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